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P.O. BOX 22439 CMF • BARRIGAOA, GUAM 96921 • TEL: 472-8863 • FAX: 477-9402 

February 24, 1997 

Department of the Navy 
Pacific Division, Naval Facilities Engineering Command 
(Makalapa, Ill) 
Pearl Harbor, Hawaii 96860-7300 

Attention: Mr. Eric Shigaki 

.,. 

' 
Subject: Final Environmental Baseline Surveys for FISC, SRF, PWC, and NA V ACTS 

Volume I. 

Dear Mr. Shigaki: 

The subject documents, received with a letter from Melvin Z. Waki, Head, Environmental 
Engineering Branch, and dated 17 December 1996 (Letter Number 5090.B24, Ser 1824/5162) 
have been reviewed by the Guam Environmental Protection Agency (GEP A). The specific titles 
and dates of the documents reviewed are as follows: 

1) Fleet Industrial Supply Center (FISC), Sasa Valley/Tenjo Vista, October 1996; 
2) · Ship Repair Facility (SRF), Inland and Waterfront Areas, September 1996; 
3) Naval Activities (NAVACTS) Various Sites Volume I, November, 1996; and 
4) Publics Works Center (PWC) Various Sites, October 1996. 

In general, the Guam Environmental Protection Agency (GEP A) concurs with the findings 
presented in the subject documents, and commends the Navy for their efforts. Please note, 
however, that the most recent definitions for Environmental Condition of Property (ECP) 
categorizations are not included in the subject documents. Although revisions to the subject final 
documents are not considered necessary, all future Final EBS documents should use the most 
recent ECP category definitions. 

A second issue of concern relates to the ECP Categorizations for certain parcels within SRF. 
Specifically, past activities at SRF have impacted groundwater to some extent. GEPA believes 
that the Category 7 areas have been delineated with minimal groundwater data, and therefore, the 
categorizations at SRF should be reevaluated as additional groundwater infonnation is gathered 
(e.g., from the Solid Waste Management Units [SWMUs] within SRF). 
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Mr. Eric Shigaki 
February 24, 1997 

Finally, to help expedite the review of future documents, Guam EPA requ·ests that all submittals 
of critical importance be sent directly to the Base Closure Team member (the undersigned) by 
express delivery at the following address: · 

Mr. Mark Petersen 
Guam EPA, Calibration Laboratory 
15-6101 Mariner Avenue 
Tiyan, Guam 96913 

If you have any questions, please feel free to contact me directly at 671-475-1609. 

Mark Peters n 
Special Assistant to the Administrator 

cc: Michael Wolfram, EPA Region 9 

., 



INTE:t ... JFFICE MEMORANDlJ1\1 

Date: 05-Mar-1997 04:46pm 
From: Troy s. Imamura 
Dept: 
Tel No: 

abbroughton 

ect: FOSL -Reply ~-
4arded to: 

cc: 
nents -by: 
nents: 

SMTP[abbroughton@oees.com) 

Eric Shiga)dGDCode 1HNAVFAC EFDPAC 

t:a, 

asked me about the SRF AST. 
se in the FOSL. In addition, 
and the two AST for the pump 

s "info when I get it • 

There are as shown below. We should include 
SRF is looking into the AST for building 27, 
repair shop at building 20. Will provide 

... -
-------------------------- [Original Message] -------------------------
c, 

AST'S for the SRF are listed as follows: 

AST Bldg 20- SW Base TanJc Capacity 265 . gals. This AST, is 
currently being used to operat~ a 75kw standby generator unit. 

AST Bldg 21- In-Base Fuel Tanlc Capacity 400 gals. This AST, is 
currently being used to operate a 150kw emergency generator. 

AST Bldg 2069 Diesel tank capacity 500 gals. This AST, is 
currently being used to support fueling for transport vehicles 
i . e. forklifts. 

AST Bldg 2069 Gasoline tank capacity 500 gals. This AST, is 
currently being used to support fueling for transport vehicles 
i . e . forklifts. 

AST B1dg 30 (foundry) Diesel tanJc capacity 500 gals. This AST, 
is used to support foundry functions and is basically the fuel 
tank for the furnaces. 

l you get the draft asbestos survey? There will be two surveys for 
SRF and if you need a copy of the previous survey performed by 

1tractors, B01, pls contact Vernon Yamamoto. 

>y 



APPENDIXB 

SUMMARY OF CONSTRAINTS FOR ONSITE BUILDINGS 



Table B-1 

BUILDINGS AT mE SRF WATERFRONT INDUSTRIAL AREA WITH 
POTENTIAL LEASE CONSTRAINTS 

Environmental Factors/Resources (1) 

Building Number Friable Asbestos Hazardous Potential ludioactive 
(2) (3) Substance Hazardous Materials 

Storage Substance 
Contamination 

(Le., Category 5 
through 7 sites) 

20 X X 

2002 X 
~ 

2014 X 

2016 X 

2056 X 

21 X X 

2108 X 

24 X 

25 X 

30 (fonnerly X 
Buildin~ 2047) 

Note: X in column is associated with lease restrictions provided in Table 5-2. Factors/Resouroes that arc 
included in Table 5-2, but not identified in this table, do not pose constraints to the onsite 
buildings. 

(1) Lead-based paint is identified as a possible constraint at all of the buildings at the SRF Waterfront 
Industrial Area because of the age of the buildings. 

(2) Only buildings with environmental factors/resources are included in this table. The buildings not 
included in this table do not have potential lease constraints. 

(3) An asbestos swvey bas been conducted at all of the buildings at the SRF Waterfront Industrial Area. 
Only buildings that have been identified as containing friable asbestos are included in this table. 
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APPENDIXC 

SUMMARY OF UNRESOLVED ISSUES 



SRF Waterfront Industrial Area FOSL - Final 
Date: April 1997 

APPENDIXC 

Section: 
Page: 

Appendix C 
l of 1 

USEPA Comment: The USEP A considers flaking/peeling lead-based paint to be a 

potential CERCLA release to the environment Accordingly, USEP A maintains that the 

Navy should sample the soils around all buildings and structures which are assumed to 

have lead-based paint to show whether or not any residual levels oflead in the soil pose a 

risk to human health or the environment, unless convincing evidence can be provided that 

there is no release to the environment. Evidence, for example, might include dates of 

building construction, visual inspection and desaiption of paint conditiop, as well as 

assurance that the areas around the buildings are completely paved. This should be clearly 

stated in the FOSL. As such, the FOSL shoula disclose that LBP releases into the 

environment have most likely occurred at these buildings. 

U.S. Navy Response: The U.S. Navy does not agree that CERCLA governs the 

remediation of soil which has been contaminated by deposits of LBP as a result of natural 

weathering. 
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INTERC ... ,'FICE MEMORANDUl -

abbroughton 

smtp(abbroughton@oees . com] 

Date: 05-Mar-1997 04:56pm 
From: Troy S. Imamura 
Dept: 
Tel No: 

.ct AST'S 

3rded to : 
cc: 

!mtS by: 
~ts: 

Eric Shigaki@Code 1811NAVFAC EFDPAC 

a, 

is the other info on the ASTs. 

·------------------------ (Original Message) -------------------------

ER OUR PHONCON, THE FOLLOWING INFORMATION ON THE REMAINING AST'S 
CITED BELOW: 

49- 550 GAL DIESEL TANK (ACTIVE) USED TO SUPPORT SALT WATER 
FACILITY. PWC IS THE OPERATOR/TENANT. 

2~- 5000 GAL DIESEL TANK (ACTIVE) USED TO SUPPORT BOILER NEEDS. 
PWC IS THE OPERATOR/TENANT. 

20- PUMP REPAIR SHOP, 500 GAL FUEL OIL TANK WAS ONCE USED TO 
SUPPORT TESTING OPERATIONS FOR VARIOUS TYPES OF SHIPBOARD 
EQUIPMENT (I.E. VALVES, PUMPS). THE TANK IS PRESENTLY 
EMPTY AND IN THE PROCESS OF BEING LAYED-UP. 

20- PUMP REPAIR SHOP, 500 GAL DIESEL TANK WAS ONCE USED ALSO TO 
SUPPORT TESTING OPERATIONS FOR VARIOUS TYPES OF SHIPBOARD 
EQUIPMENT (I.E. VALVES, PUMPS). THE TANK IS ALSO PRESENTLY 
EMPTY AND IN THE PROCESS OF BEING LAYED-UP. 

n 
a 
a 
a 
D 

D 

D 

D 
D 

u 
u 
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MEMORANDUM TO FILE: 01 APR 97 

From: Ltjg Smith, SRF Staff Civil Engineer 

Subj: RETROFIT OF PCB TRANSFORMERS ON SRF PROPERTY , 
. 

1. As of 21 March 1997, the last of the PCB contaminated transfoi;mers on SRF property 
have been retrofitted. 

. . 

2. SRF POC is Ltjg Natasha Smith, (671)339-2206. 

Very respectfully, 

71;1~ 
N.L. SMITH 

... 

' i 



.--·· ~ - - · --·-- -- -

PCB REMOVAL PROGRAM 
S&atUa u of !/lJ/97 

Tbc folJowing i& tho ttatus ~ &ht oqoln, PC1l Removal ~ at PW~ Guam Wllitkl 
~ -

. . 
• NB. DD Slpaturea; co Cm1omcr Smvicefor JobOrder f 2/6191. 
• O.ll&OI Aoquaat lllbmiucd wm m ~. 3/4, 3/6, 3121 199'7. 
• Ouaiptor 2n6, 3M, 316 ~ & schocleeJcd 
• Ou1q$ rc,q,.-lor 3/21 k atiH aMfflq lapit ha CUltlNtlCC. 
• 3 c:ac1l Tawrormon 1o bo ~ ud Rccierlifted as Non.,CB tilled. 
• l wlfli Trwtonnl:r@llb -C- ICII~ bf Clodc tlO Uclaot nplllt.Cd; Cunp>cttd 2/17NI. 
• 2/J~7 CallCllnCf prableals forOUCqo IChedulod Oft lnl. Cock 614.2 A 611.l worklq wf11t QdaC 
Tcay, SRl"-ftrm ma,c dale. 
• Quaao, id1oduki:l for l/4. 3/(J'/1 reedndod by &RF; Barge ift l>C)'-Dock. bc:hcclGfG dlkl 
roqucced for 3/11, 3/JJl,T br 614.: .t. UJ.J tffl )1,6/97. To d,a SIU' 1111 not rapc11dcd to all~ 
HcfllOUd OUll&O lb~. , 
• J tACh Tr'llld'ormcr @>.FDM-8 rwoAUcd on 3/1287; tkllhcd and rd\Ucd fr1di naJMrll oil. 
• leach Tnuuformct@APDM..S drallled & tushodol'PCB Cu..wnulatcdoU 011 ll/l"97. aot rofillcd 
with muaota1 on, awa.ltlag repair to tramibnnu radiator !lo LO ,et 
• Ouiqe for ~Ion •.e" panted~ 8RF Olctom.rfor Jnl/97. 
• 6123/J'f Tnuldormeri will be ,a I.ad tested tbr PC8 COfttc:nC, 

Nc:Ta11 Bld&-111 (3 c.a. tratldonnm) WUUJ'6 

• PctB, .Dt> Si,naturw. Job Onlct I ~od. 
• Oucq,w, Requena apptm:d for lll!, 2JJ9, l/lO 1997. 
• 3 Transfonnua rctro611cd 2118/97, 2119/97. 2/20/97 ~ 180 ~'Sia-lOC'Vicc@50% ormort load. 
to qualit)' tor rccertltlc::ati011 to non-PCB. 
• 5121m Trans!onnars .t SWitcbbox-ca wl be W\\Plcd 11\d te;t.t.d fo, PCB~-

.. 



1 Apr 97 

MEMORANDUM TO FILE: 01 APR 1997 

From: Ltjg Natasha Smith, SRF Staff Civil Engineer 

Subj: SUMMARY OF MARCH 28 UPDATE OF SRF ASBESTOS SURVEY ;· 

1. The SRF Asbesto~ Survey provided by PWC Guam on 28 March 1997 did not 
reveal any additional ACM beyond that which was already identified in the 
February 1997 draft report. 

2. A few buildings not covered 1n the subject report or the December 1995 BCM 
study are undergoing survey this month. This information wiJl be provided to 
the Base Cleanup Team and the Guam Economic Development Authority as soon as 
it becomes available. Any friable, damaged, and accessible ACM found will be 
abated by the Navy at the earliest possible date . 

3. SRF POC is Ltjg Smith, (671)339-2206. 


